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• The General Conditions seem to apply to a contractor during construction. Are these applicable 
for this design contract? 

o Yes.   
• Is the Table of Contents included in the page count? 

o No the Table of Contents does not count in the page count. 
• The Title Page is to include a fax number. Is a fax number required if the firm does not currently 

have one? 
o A Fax number is not required. 

• What is the scope of proposed lighting? Does the city intend to provide pedestrian lighting along 
the length of the path? 

o Yes, lighting plans should be completed per GDOT guidelines. The plans will need to be 
reviewed by GA Power Company. 

• For the MS4 analysis, several existing systems will be impacted by this project. Will survey and 
analysis be required to the outfall point of each of the following systems? 

o The closed drain system and detention pond outfalling at 2890 Peeler Road. 
o The closed drain system outfalling at 2930 Four Oaks Drive and crossing through 2914, 

2915, 2919, and 2922 Four Oaks Drive. 
o The closed drain system outfalling at 4915 Four Oaks Court and crossing through 2976, 

2985, 2994, and 3030 Four Oaks Drive. 
o The closed drain system outfalling at 5042 Winters Chapel Road and following Winters 

Chapel Road beyond the project limits. 
 While ground topo is not required to these outfalls, structure inverts, structure 

tops, and pipe size/material will be required to accurately model these “tie-in” 
networks and complete a downstream analysis of post conditions. 

 


